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THERMOWELL-SURFACE OR SKIN

 P&ID SCHEMATIC REPRESENTATION

TYPICAL INSTALLATIONPIPE 2" OR SMALLER

SHOWN ON P&ID
SAMPLE PROBE

FLOW

FLOW ORIFICE-TRANSMITTER

PIPING

SIGNAL LINES

VALVE FAILURE

FO
FC
FI
FL
FLO

FLC

- FAIL OPEN
- FAIL CLOSED
- FAIL INDETERMINATE
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- FAIL LOCKED VALVE OPENS ON
   DECREASING CONTROL
- FAIL LOCKED VALVE CLOSES ON
  DECREASING CONTORL

FAIL ACTION

ACTUATOR TYPES
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  (2 DIGITS)

MISCELLANEOUS

INSTRUMENT FUNCTION TYPE
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INSTRUMENT SUFFIX
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